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Block diagram

ENGINE ROOM SIGNALIZATION SYSTEM
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110dB Programable
electronic siren with
two inputs
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siren's
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4 cores for light column power
supply and flashing light supply

7 cores for symbols and audio
signal to loudspeakers 110dB
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CONTROL UNIT
ITCU-4, 230V ACtype

230V AC Power Supply

Power failure output contact
(Voltage-free C.O. contact)
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LOUDSPEAKER
110dB

LOUDSPEAKER
110dB

4 pcs of

Light columns
ITS-04-ER-230-1FL-1S

GENERAL

FIRE

TELEPHONE

WHITE

MACHINERY

IMO code 3a, 500Hz

IMO code 2, 800Hz

PRIORITY:
1. FIRE
2. GENERAL
3. OTHERS

IMO code 1A

IMO code 2

IMO code 3A

IMO code 3A

TEST TEST

WHITE WHITE

***NOTE: Input contact for general alarm should follow general alarm sequence waveform (7 short and 1 long).


