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ITES-7I-110
110dB Programable
multi-tone
electronic siren

GENERAL

PRIORITY:
     1. GENERAL

     4. OTHERS

     2. FIRE
     3. WATER MIST, NOVEC 1230

WATER MIST

NOVEC 1230

IMO code 1A, 800Hz

IMO code 3A, 500Hz

IMO code 3A, 500Hz

IMO code 3A, 500Hz

MACHINERY

FIRE

IMO code 2, 500Hz

IMO code 2, 500Hz

IMO code 2, 800Hz

DMA

TELEPHONE
*NOTE: Input contact for General alarm should follow general alarm sequence waveform (7 short and 1 long).

for Fire alarm

for Novec 1230 al. (x6)
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for Machinery al.
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for Water Mist al. (x11)

2

for DMA al.

for Telephone (x31) al.

CONTROL UNIT
type ITCU-52, 230V AC

LOOP1 LOOP4 LOOP5 LOOP6LOOP2 LOOP3

230V AC Main Power Supply

230V AC Emergency Power Supply

Power failure output contact
(Voltage-free change-over contact)

2

2

3

Main power supply missing
(Voltage-free change-over contact)

3

Emerg. power supply missing
(Voltage-free change-over contact)
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